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ABSTRACT
BACKGROUND: The feasibility and competitiveness of substituting the conventional pre-treatment of drinkingwater treatment
plants (dioxichlorination, coagulation/ﬂocculation, settling, sand ﬁltration) by raw river water direct ultraﬁltration (UF) was
addressed.
RESULTS: A full scale UF module was operated continuously for 2 years, treating highly variable surface water. The sustainable
hydraulic conditions leading to a greater water yield from the direct UF treatment scheme under diﬀerent scenarios were
deﬁned. Summer periods enabled the attainment of higher ﬁltration ﬂuxes, although raw river water showed greater turbidity
and total suspended solids content. Winter periods presented higher dissolved organic carbon concentration, with greater
biopolymers content, which have been claimed asmainmembrane foulants. A preliminarymicro-coagulation of FeCl3 (<1.5mg
Fe(III) L−1) enabled supporting harsher hydraulic conditions and thus, implementing similar conditions throughout the year.
Impacts of micro-coagulation were more pronounced on ﬁltration, particularly in winter, but a positive eﬀect was also noticed
in hydraulic and chemical cleaning stages, increasing the eﬃciency of the former and decreasing by half the frequency of the
latter.
CONCLUSION:DirectUFproved tobecompetitivewith thecurrent conventionalpre-treatment, leading toasigniﬁcant reduction
in reagents needs and sludge production and an increased andmore stable product water quality.
© 2016 Society of Chemical Industry
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INTRODUCTION
Freshwater scarcity has become a major concern in many arid
and semi-arid countries worldwide to such an extent that meet-
ing current and future water demand is one of the main chal-
lenges for mankind 1. This requires the implementation of more
eﬃcient treatment schemes as well as processes capable of deal-
ing with low quality resources. Low pressure membrane ﬁltration
hasprovengood removal capabilitieswhichhave led to its applica-
tionwithinwater treatment schemes.2 In drinkingwater treatment
plants (DWTPs) dealing with surface water, ultraﬁltration (UF) is
typically implemented after a preliminary pre-treatment consist-
ing of coagulation/ﬂocculation, settling and granular media ﬁltra-
tion, sometimes assisted by an initial disinfection. However, some
studies have addressed the possibility of raw river water direct UF
as an alternative to conventional pre-treatment for DWTPs.3–7 The
associated envisaged advantages would be a decrease in reagents
dosage and thus in solid waste generation, low footprint, ease of
implementation due to its modularity8 as well as a decrease in the
capital and operational expenses of a subsequent reverse osmosis
(RO) stage.8
As stated above, previous work addressing the feasibility of
direct UF can be found in the literature, but their experimen-
tal conditions as well as their outcomes diﬀer. For instance, Li
and Dong5 concluded that direct UF was not suitable to treat
raw river water without any pre-treatment because the trans-
membrane pressure (TMP) increased quickly and the membrane
became seriously fouled after 6 h of operation. Other work also
faced technical diﬃculties when implementing direct UF, espe-
cially during high turbidity events. Clever et al.3 assessed direct
UF of river water (unknown turbidity) by means of a dead end
module (35m2) for 10 months and reported some problems dur-
ing high turbidity events when temperatures were below 10 ∘C.
Pianta et al.9 worked with karstic spring water (mean turbidity
1.5 NTU but up to 130 NTU during storm events) both in dead
end and cross-ﬂow modes (7.2m2 UF membrane surface area)
for 12 months. It was concluded that direct UF (dead end mode)
working at 140 Lm−2 h−1 was appropriate for karstic waters with
turbidity peaks below 20 NTU for a short period of time; under
greater turbidity scenarios, cross-ﬂow should be applied (70 Lm−2
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h−1 could be maintained over ﬁve consecutive days at mean tur-
bidity of 40 NTU). On the other hand, other studies reported suc-
cessful results, conﬁrming the feasibility of UF as an alternative
to coagulation, sedimentation/ﬂotation and rapid sandﬁltration,10
being feasible especially for those waters with high variability in
quality.6 For example, Rojas et al.6 worked with reservoir water
(4–13 NTU) for 180 days at 54 Lm−2 h−1 of ﬁltration ﬂux and
93% of water yield (ratio between net permeate produced and
intaken water), Hofman et al.4 with canal water (12–40 NTU) for
almost 1 year, at ﬁltration ﬂows of 70–100 Lm−2 h−1, Vos et al.7
with canal water (20–70 NTU) for 11–30 days at 50 Lm−2 h−1, only
achievable after optimizing the backwash and chemical clean-
ing operations, and Oosterom et al.10 with surface water of unre-
ported quality, for 800 h, obtained a large decrease in permeabil-
ity (from> 400 Lm−2 h−1 bar−1 to< 50 Lm−2 h−1 bar−1) after 200 h
of ﬁltration. The reported water yields for UF of surface water
without extensive pre-treatment were generally low; Schlichter
et al.11 quantiﬁed them at 70–90%. As can be seen, the initial
experiences reported with successful results were performed for
a few days/months6,7 and/or with raw water of relatively stable
quality.4,6,7 As a consequence, their results cannot be extrapolated
to full scale plants, which need to operate continuously, oftenwith
variable feed water. Due to the discrepancies in the conclusions
drawn, together with the diﬀerent conditions tested which make
comparison of the results diﬃcult, more research is needed to
determine the feasibility of direct UF, to optimize its performance
under diﬀerent scenarios and ﬁnally to compare it with conven-
tional pre-treatment.
A main limiting factor to the wider application of membrane ﬁl-
tration processes is fouling.2 Indeed, fouling results in an increased
TMP and thus, more frequent cleaning is required. This in turn can
cause membrane deterioration and decrease the process water
yield. As a result, it becomes necessary to determine the fouling
impact on real scale applications, as well as to deﬁne strategies to
minimize its negative eﬀects. Precoagulation has been deﬁned as
the most successful pre-treatment to reduce fouling on low pres-
suremembranes.2 However, when combining coagulation and UF,
the conditions and doses applied are not the same as those used
in conventionalwater treatment2,12,13 being typically 40%or less.12
Studies on hybridizing precoagulation (with or without sedimen-
tation) and UF can be found in the literature.14–16 These studies
targeted total organic carbon (TOC) removal because UF presents
a limited capacity to retain it. Increased TOC removal results in
lower formation of disinfection byproducts (DBP) formation dur-
ing the disinfection stage 17.
This work addressed the implementation and optimization of
direct UF treating highly variable raw river water, using a commer-
cially available full scale module and operating continuously for
2 years. This represented intensive testing to ensure the feasibil-
ity of the proposed alternative, from sanitary and technical per-
spectives, paving the way for its future implementation in DWTPs.
The eﬀects of conducting a preliminary micro-coagulation were
quantiﬁed in summer and winter periods, both at ﬁltration and
cleaning stages. Coagulantwasdosedatmicro-scale, just aimingat
improving the subsequent ﬁltration stage, which diﬀers from the
above-mentioned studies. In addition to this, due to the duration
of the study, seasonal diﬀerences when coupling coagulation/UF
were taken into account in a highly variable water source, com-
plementing those studies as well. Conventional fouling mecha-
nism laws were considered, in order to identify where a diﬀerent
blocking law applied in each case, and thus, could explain the dif-
ferences encountered.
EXPERIMENTAL
Experimental set up
The experimental set up consisted of a prototype plant equipped
with a strainer (300 μm) followed by a pressurized inside-out UF
membrane system (Pentair X-Flow Aquaﬂex module, dead end
mode, polyethersulfone (PES), 20 nm pore size) automatically con-
trolled by a supervisory control and data acquisition (SCADA) sys-
tem (Appendix). The prototype worked at constant permeate ﬂow
and had a nominal capacity of 5.0m3 h−1. It ﬁltered Llobregat
raw river water directly and continuously for 2 years (May 2011
to April 2013). The ﬁltration process was automatically stopped
when a pre-set value of either TMP (1 bar) or hydraulic resis-
tance (1.0E+13 m−1) was reached. More details about the exper-
imental set up can be found in a previous work.18 The proto-
type plant was installed in Sant Joan Despí DWTP (Barcelona
metropolitan area, Spain) and its performance was compared
with its current pre-treatment, consisting of dioxichlorination,
coagulation/ﬂocculation, settling and sand ﬁltration. The Llobre-
gat River presents a typical Mediterranean behaviour, experi-
encing large ﬂow ﬂuctuations (severe droughts during summer
and ﬂash ﬂood events in spring and autumn) with its associ-
ated water quality variations, and also suﬀers from historical
industrial and urban contamination.19 This provides a challeng-
ing scenario to conduct feasibility studies of water treatment
technologies.
During the whole 2 year period studied the hydraulic cleaning
(HC) and the chemically enhanced backwash (CEB) sequences
were not modiﬁed. The HC involved a forward ﬂush of 62.5 Lm−2
h−1 for 20 s, a UF permeate backwash ﬂux of 250 Lm−2 h−1 for
20 s enhanced by an airﬂush of 10Nm3 h L−1 for 10 s and a ﬁnal
forward ﬂush of 62.5 Lm−2 h−1 for 40 s. The CEB was composed of
a basic-oxidizing stage (NaOH [49/50%, Severn Trent, Spain] and
NaClO [Severn Trent, Spain] dosing) and an acid stage (HCl [15%,
Severn Trent, Spain] dosing) subsequently. The CEB sequence
consisted in an HC, a basic-oxidizing dosing (125 Lm−2 h−1, 45 s),
a soaking with those chemicals (10min), a rinsing (250 Lm−2 h−1,
45 s), an acid dosing (125 Lm−2 h−1, 45 s), a soaking with that
chemical (10min) and a rinsing (250 Lm−2 h−1, 45 s) stage. Alkaline
solution (NaOH) concentration was 480mg L−1, oxidizer (NaClO)
200mg L−1 and acid (HCl) 438mg L−1.
Non-coagulation and coagulation periods were tested in order
to assess the diﬀerences in hydraulic behaviour of the UF mem-
brane. In the latter case, in-line micro-coagulation was conducted
just before the feed pumping system, so that the turbulence cre-
ated by the pump ensured the adequacy of the hydraulic condi-
tions. It was termedmicro-coagulation because the doses applied
(<1.5mg L−1 Fe(III)) were well below those required for conven-
tional coagulation purposes (20 – 35mg L−1 of Fe(III) according
to Edzwald20 for pH 8.0 (raw river water average) and dissolved
organic carbon (DOC) content of 4.4 and 7.3mg C L−1 (summer
and winter, respectively)). The aim of the micro-coagulation was
to aid ﬁltration rather than to decrease the DOC content. The
micro-coagulation dose was controlled by a dynamic smart con-
trol system (ViCA software) developed by Pentair. More details can
be found in Blankert et al.21 but basically this system adjusted the
coagulant dose based on the hydraulic resistance trend after each
HC. The coagulant tested was ferric chloride (40%, Severn Trent,
Spain).
Water quality characterization
Both Llobregat River water and membrane permeate stream
were analysed on a periodic basis. The parameters monitored
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and the methods used were: temperature by resistivity (Endress
& Hausser TR10-ABG1HD-SAG2000), conductivity by electrome-
try (Endress & Hausser CLS21D-C1+CM42-KAA000EAN00), pH by
potentiometry (Hach-Lange DPD1P.99), turbidity by nefelome-
try (Hach-Lange Ultraturb SC), total suspended solids (TSS) by
ESS 340.2, absorbance at 254 nm (UV254) by spectrophotome-
try (Hach-Lange DR 5000), silt density index (SDI15) and modi-
ﬁed fouling index (MFI0.45) by ASTM D4189 (Simple SDI Meter
9C-281-0157), DOC by combustion-infrared method using a DOC
analyser (non-purgeableorganic carbon,UNE-EN1484), after ﬁltra-
tionwith a 1.2 μmglass ﬁbre ﬁlter of the rawwater samples (TOC-V
CSH Shimadzu), particle size distribution by laser beam extinction
(HIAC Royco, Paciﬁc Scientiﬁc), total coliforms, faecal coliforms and
E. coli quantiﬁcation by the deﬁned substract method (most prob-
able number) and Clostridium perfringens and aerobic bacteria at
22 ∘C by plate counting.
Fractionation of DOC was performed by high performance size
exclusion chromatography (HPSEC) using a Toyopearl TSK HW-50S
column (250x20mm) coupled toon-lineUV254, organic carbon and
organic nitrogen detectors by DOC-Labor (Karlsruhe) as described
in Huber et al.22 The main fractions obtained by these analyses
were the non-chromatographic (HOC), and the chromatographic,
which in turn was classiﬁed into (a) biopolymers (BP) (molecular
weight (MW) >20 000 gmol−1, basically constituted of polysac-
charides and proteins); (b) humic substances (HS) (MW approx.
1000 gmol−1, constituted of fulvic and humic acids); (c) building
blocks (BB) (MW between 300 and 500 gmol−1, constituted of
breakdown products of humics); (d) low molecular weight acids
(LMWA) (MW< 350 gmol−1, constituted of alcohols, aldehydes,
ketones, sugars and amino acids); (e) low molecular weight neu-
trals (LMWN) (MW< 350 gmol−1, constituted of alcohols, aldehy-
des, ketones and amino acids).
Fluorescence excitation-emission matrix (EEM) spectroscopy
analyses were conducted by Aigües de Barcelona by means of
a LS 55 Perkin Elmer ﬂuorescence spectrophotometer. Emis-
sion and excitation wavelengths ranges were 230–650 nm and
225–515 nm, respectively, with a step width of 10 nm, a scan
velocity of 600 nm s−1; slit widths of excitation and emission were
held constant during all measurements (slit ex/slit em 5/5). All
samples except the permeate were ﬁltered (0.45 μm) before being
analysed by EEM. Regions deﬁned by Chen et al.23 were used to
identify diﬀerent DOC fractions.
Airﬂow tests were conducted at least once a month to verify the
membrane integrity, following the membrane manufacturer pro-
tocol. Themembranemodulewas drained, the valves surrounding
themembrane housing were closed, themembrane feed side was
pressurized at 1 bar for 5min and a valve on the permeate sidewas
opened. The air ﬂow passing through that valve was continuously
registered. If the airﬂow was greater than 0.2 Nm3 h−1, it indicated
that themembrane had been compromised, since air was not only
diﬀusing through the membranes, but also passing through bro-
ken ﬁbres.
Calculations and data treatment
Hydraulic resistance (R) (m−1), which accounted for the mem-
brane resistance itself as well as the resistance oﬀered by the
accumulated foulants, was used to characterize the UFmembrane
hydraulic performance, calculated by the Darcy equation. HC and
CEB cleaning eﬃciencies of each cycle (𝜂HC and 𝜂CEB, respec-
tively) (dimensionless) were calculated as shown in Equation (1)
and (2), respectively, where Rafter the previeous CEB corresponds to the
hydraulic resistance after the last CEB conducted (m−1), Rafter the HC
to the hydraulic resistance after the HC under consideration
(m−1), Rafter the CEB to the hydraulic resistance after the CEB under
consideration (m−1) and RM to the virgin membrane resistance
(6.0E+11 m−1).
𝜂HC =
Rafter the previous CEB
Rafter the HC
(1)
𝜂CEB =
RM
Rafter the CEB
(2)
Speciﬁc cake resistance (𝛼) (m−2), which represents the increase
of the cake layer resistance build up, was calculated by Equation
(3), where v is the speciﬁc volume (m3 m−2), which is the ﬁltered
volume (V) (m3) per unit area, A is the membrane surface area
(55m2), J is the water ﬂux (m3 m−2 s−1) and t is the time (s).
𝛼 = dR
dv
= dR
d
(
V
A
) = 1
J
·
(dR
dt
)
(3)
Due to the high frequency of data acquisition within the pro-
totype plant as well as the duration of the experiments (2 years),
very large amounts of data were obtained. Consequently, an Excel
(Microsoft) macro reducing it while keeping its representative-
ness was applied. One month physico-chemical, microbiological
and operational parameters were considered for the compari-
son between winter/summer, coagulation/no coagulation peri-
ods, representative of each condition considered. Conﬁdence
intervals of 95% were used to provide information on the variabil-
ity of values, and a signiﬁcance of 0.05 was applied to calculate
diﬀerences among data sets (by means of Mintab).
RESULTS ANDDISCUSSION
Direct ultraﬁltration feasibility and performance
Direct UF feasibility and permeate quality obtained
Continuous operation of the direct UF scheme for 2 years demon-
strated the feasibility of this conﬁguration as an alternative to
conventional drinking water pre-treatment processes (dioxichlori-
nation, coagulation/ﬂocculation, settling and sand ﬁltration). The
conﬁguration proposed was able to continuously treat raw river
water, independently of its ﬂuctuations (e.g. turbidity ranging from
5 up to> 1000 NTU, DOC between 2 and 14mg C L−1 and UV254
from 0.062 to 0.430 cm−1) delivering product water of constant
quality, equal or superior to the conventionally pre-treated one for
most of the parameters monitored (Table 4, Fig. 1). In particular,
turbidity (0.068± 0.004 vs. 0.313± 0.031 NTU), TSS (0.92± 0.17 vs.
1.03± 0.16mg/L), SDI15 (1.90± 0.15 vs. 5.20± 0.13 %/min), MFI0.45
(0.85± 0.73 vs. 25.18± 11.35 L/s2) and the microbiological param-
eters considered presented lower concentrations in the direct UF
permeate. Microbiological parameters assessed were consistently
absent in the UF permeate, except for the aerobic bacteria at
22 ∘C. Their occurrence could be due to their environmental pres-
ence, which could lead to the formation of a bioﬁlm that could
be released to some extent while sampling, rather than to their
passage through the membrane. Concentrations up to 6.21 log10
(MPN per 100mL) of total coliforms, 5.38 log10 (MPN per 100mL)
of faecal coliforms, 5.20 log10 (MPN per 100mL) of E. coli and
4.96 log10 (MPN per 100mL) of Clostridis perfringens, which were
the maximum values quantiﬁed in the raw river water, were com-
pletely removed by the direct UF scheme.
On the other hand, the DOC and the UV254 were removed to a
larger extentby the conventional pre-treatment, their valuesbeing
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Figure 1. Removal percentage of various physico-chemical parameters
by the direct UF and the conventional pre-treatment schemes. SDI15
removal could not be calculated because raw riverwater SDI15 valueswere
above high level (>6%min−1). Error bars correspond to the standard error
(number of samples: 347 for turbidity, 118 for TSS, 100 for MFI, 70 for DOC,
350 for UV254).
after direct UF and conventional pre-treatment 3.77± 0.16 vs
3.51± 0.19mg L−1 and 0.0815± 0.0018 vs 0.0725± 0.0028 cm−1,
respectively. In general, less variability was presented in the direct
UF scheme, leading to a more stable process under all condi-
tions considered. It is important to remember that direct UF
would substitute the conventional pre-treatment and thus, subse-
quent stages (e.g. reverse osmosis and ﬁnal disinfection) would be
needed to meet the drinking water requirements.
From a qualitative standpoint and according to Chen et al.23 EEM
spectra regions classiﬁcation (Fig. 2) shows that raw river water
mainly containedmicrobial by-products (represented in region IV),
humic acid-like compounds (region V), fulvic acid- like substances
(region III) and aromatic proteins (regions I and II). This is in
accordance with the HPSEC DOC fractionation results obtained
(Fig. 3).
The UF membrane was able to partially remove some DOC, as
depicted in Fig. 1 and Fig. 2 (DOC feed 6.8mg L−1 and DOC per-
meate 5.2mg L−1), but the permeate still contained the diﬀerent
dissolved organic fractions identiﬁed, although to a lesser extent.
Comparing the raw river water and the HC streams it can be seen
that signals from region IV, I and II were similar in both cases,
indicating that microbial by-products and aromatic proteins were
retained by the membrane and were detached by the HC.
The basic-oxidizing CEB mostly removed microbial by-products,
some fulvic acid-like substances and aromatic proteins, whereas
the acid CEB removed fulvic acid like compounds and some pro-
teins, mainly. The DOC concentration of the basic-oxidizing CEB
was 28.4mg L−1 and the acid one 6.9mg L−1, showing the signif-
icantly higher eﬃciency of the former in terms of overall organic
foulants removal. The lower removal capacity of the acid CEB can
be explained by two factors. First, organic foulants are mainly
detached from the membrane by basic and/or oxidizing agents,
as widely reported in the literature. Second, the acid CEB was con-
ducted after the basic-oxidizing one, so that some foulants might
have already been eliminated, leading to lower removal eﬃciency.
Airﬂow tests as well as membrane integrity tests with virus sur-
rogates following the procedure described in Ferrer et al.24 were
periodically carried out (every 1 and 3 months respectively). They
both indicated that the membrane integrity had not been com-
promised, because the airﬂow registered (0.051± 0.006Nm3 h−1)
during the airﬂow integrity tests was well below the threshold
deﬁned by the membrane manufacturer as indicative of a breach
(0.2 Nm3 h−1) and therewas no increase ofmicrobes passage in the
tailored tests performed over time (data not shown).
It was not possible to determine by multi-variant analyses clear
relationships between the hydraulic resistance evolution and sev-
eral physico-chemical feedwater parameters, such as turbidity, pH,
conductivity, temperature, water viscosity, as well as operational
parameters, such as HC frequency, ﬁltration time, etc. An empiri-
calmodel capable of predicting the hydraulic resistance behaviour
based on the collected data could not be deﬁned. The diﬃculties
encountered in the modelling study suggested a set of processes
occurring, turning into a complex system probably aggravated by
the challenging raw river water tested. Despite the impossibility
of obtaining a reliable model describing and predicting hydraulic
resistance evolution, the inﬂuence of physico-chemical parame-
ters on the UF performance was studied in detail.
Direct UF operational performance
Optimal operational conditions aiming at maximizing the water
yield and the ﬁltration ﬂux maintaining the UF TMP below 1bar
and the resistance below 1.0E+13 m−1 were established (Table 1).
The highest water yields achieved ranged between 94.0% and
94.7% under optimal conditions, involving one or two CEBs
per day, TMP below 1bar and ﬁltration ﬂuxes of 40 – 70 Lm−2
h−1. Reagents consumption per cubic meter of feed water was
0.6–2.1mLNaOHm−3, 1.2–4.3mLNaClOm−3, 2.5–8.6mLHClm−3
(CEBs) and 0–1.5mg Fe(III) L−1 (micro-coagulation). These values
were competitive with the current conventional pre-treatment,
since water losses of the latter accounted for 5% and the chemical
consumption for 32.2mg PAX-18 L−1 and 2mg ClO2 L
−1 for the
period considered. Consequently, the waste generation would
be greater in the conventional pre-treatment scheme. Finally,
the direct UF scenario enabled the treatment of raw river water
regardless of its quality. The conventional pre-treatment was
typically stopped when turbidity was above 500–1000 NTU to
avoid destabilizing the system, whereas the direct UF scheme
enabled continuous operation, even for values greater than
1000 NTU.
As can be seen in Table 1, the UF behaviour diﬀered between
winter and summer, as well as when micro-coagulation was
applied. These diﬀerences could be due to the membrane itself
(e.g. polymer properties) and the water characteristics (e.g. tem-
perature, natural organic matter (NOM) content and composition,
inorganic compounds concentration).
In general, during summer periods greater ﬁltration ﬂuxes could
be applied in a sustainable way. However, the lower ﬁltration
ﬂux achievable in winter could be counterbalanced by a longer
ﬁltration time, leading to a similar water yield. The higher attain-
able ﬁltration ﬂuxes could be due to the higher temperatures in
summer, involving lower water viscosity and thus, lower TMP for
a given ﬂux. Nevertheless, seasonal diﬀerences in fouling nature
and content, encompassed within the hydraulic resistance term,
could also contribute to this behaviour. Appendix, Table A1 sum-
marizes the water quality of both the UF feed stream (raw river
water) and the UF permeate produced during 1 month in each
of the situations studied. Despite the variability of the Llobregat
River, the temperature (26.5 vs 8.9 ∘C), turbidity (163.4± 144.1 vs
21.8± 5.4 NTU), TSS (239.1± 265.3 vs 23.4± 10.4mg L−1), SUVA
(2.2± 0.2 vs 1.8± 0.5 Lmg−1 cm−1) and MFI0.45 (3897.8± 3697.0
vs 637.9± 656.6 L s−2) tended to be higher in summer than in
winter, whereas the DOC, lower (4.4± 0.8 vs 7.3± 3.7mg C L−1).
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Figure 2. Fluorescence excitation-emission matrix (EEM) spectroscopy results of diﬀerent UF membrane streams; from left to right, at the top: raw river
water, UF permeate and hydraulic cleaning, at the bottom: basic-oxidizing CEB and acid CEB.
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Figure 3. Raw river water DOC fractionation in winter and summer time. Numbers in the boxes indicate the concentration of each fraction in μg C L−1.
Particle size distribution showed a larger particle content in
summer than in winter (449421± 19953 vs 150777± 55969 par-
ticles mL−1), which is in accordance with the greater TSS content.
Nevertheless, the percentage of smaller particles was higher in
winter. Some of the parameters mentioned have been reported
to impact membrane performance, which may explain the sea-
sonal diﬀerences encountered. Low temperatures (6.5–11 ∘C)
have been reported to accelerate irreversible fouling.25 Cakes
formed by smaller particles (whose percentage was higher in
winter) are more compact and less porous,26 presenting a greater
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Table 1. Optimal operational conditions deﬁned during the 2 year
operation
Season Summer Winter
Micro-coagulation
applied?
No Yes No Yes
Filtration ﬂux
(Lm−2 h−1)
70 70 40 70
Filtration
duration (min)
45 45 120 45
TMP range (bar) 0.16 – 0.73 0.14 – 0.97 0.13 – 0.62 0.35 – 0.79
CEB frequency
(# CEB day−1)
2 1 2 1
Water yield (%) 94.0 94.7 94.5 94.7
resistance, according to the Carman–Kozeny equation. DOC
content was identiﬁed as the most detrimental component in
terms of fouling when ﬁltering surface water27 and its concentra-
tion was higher in winter. In particular, DOC fractionation results
(Fig. 3) showed higher biopolymers (BPs) and low molecular
weight neutrals (LMWN) concentration in winter compared with
summer. This could partially explain the seasonal diﬀerences
experienced in membrane ﬁltration performance, since BPs have
been described as main membrane foulants 28 and low molec-
ular weight molecules are known to cause high speciﬁc cake
resistance.29
Although SDI and MFI are used to assess the fouling potential
in RO membranes and SDI is intended for water samples with
turbidity below 1 NTU30 it could be questioned if these parame-
ters could also provide insights into the fouling propensity of UF
membranes. Within this study, higher fouling index values (SDI15
and MFI0.45) were encountered in raw river water during sum-
mer periods, which would suggest greater UF membrane fouling.
However, the hydraulic resistance increase rate was higher in win-
ter (see section Coagulant eﬀect on hydraulic resistance evolution
during ﬁltration cycles) and thus the assessed membrane was able
to sustain higher ﬁltration ﬂuxes in summer, suggesting that SDI15
andMFI0.45 could not be used for such a purpose. Some limitations
of both indexes have been reported in the literature when used as
indicators of RO fouling propensity.31
A micro-coagulation step prior to the UF unit had a posi-
tive impact on the ﬁltration ﬂuxes attainable in winter (40 Lm−2
h−1 vs 70 Lm−2 h−1). The enhancement of membrane ﬁltration
hydraulic performance due to pre-coagulation (with and with-
out settling) has been reported.2,15,21,28,32–35 This might be due
to the formation of a protective cake which prevents some com-
pounds depositing into/onto the membrane or lead to a more
porous cake which results in less resistance gain over the ﬁltra-
tion cycle as stated elsewhere.21 Also, iron salts based coagulants
have been noted to remove BPs and humic acids,15,28 reducing the
foulants load and thus improving the hydraulic membrane per-
formance. Because the coagulant doses used were low, not tar-
geting a DOC decrease, the contribution in this regard may be
limited.
The increased attainable ﬁltration ﬂux in winter due to pre-
vious micro-coagulation enabled the implementation of similar
ﬁltration conditions throughout the year. Doyen et al.34 reported
similar beneﬁts, as well as the possibility of extending the clean-
ing frequency, which was also experienced in this work (Table 1).
Fromanengineering standpoint, a design enabling the implemen-
tation of the same ﬁltration ﬂux throughout the whole year would
be preferred, as well as those conditions maximizing ﬁltration ﬂux
since this would require lower membrane surface area.
The performance of micro-coagulation involved the need to
undertake a cleaning in place (CIP) with chelating agents (ascorbic
and oxalic acids at 1%wt) in order to remove iron accumulated
into/onto the membrane. The CIP was conducted after 3 months
of operation, due to an overdose of coagulant, and afterwards it
was not needed anymore during the project lifetime.
Even though some previous work experienced an increase in
the permeate qualitywhen undertaking a preliminary coagulation
step,14,36 no signiﬁcant diﬀerences were encountered in this work
formost of the parametersmonitored, as can be seen in Appendix,
Table A1. Nevertheless, the doses applied in the above-mentioned
experiments were higher than those used in this study (<1.5mg
Fe(III) L−1). Kim et al. 37 observed that increased removals of TOC
and UV254 occurred above a certain coagulant dose (10mg L
−1 of
alum in their study). Other authors reported no increase in UF
permeate quality when applying a preliminary coagulation.33 In
this case, only SDI15 andMFI0.45 presenteddiﬀerent (greater) values
in the UF permeate when a micro-coagulation was performed,
which could be due to the dissolved fraction of Fe(III) able to pass
the membrane.
Micro-coagulation eﬀects on UFmembrane performance
The positive eﬀect of conducting a micro-coagulation prior to the
UF on the hydraulic conditions was studied from a ﬁltration and a
cleaning standpoint, in order to identify the origin of the impact.
For such a purpose, 1 month period data was analysed under the
four scenarios addressed (summer/winter, coagulation/no coag-
ulation), at 70 Lm−2 h−1 ﬁltration ﬂux, except for the winter–no
coagulation scenario where the maximum sustainable ﬁltration
ﬂux achieved was 40 Lm−2 h−1.
Coagulant eﬀect on hydraulic resistance evolution during ﬁltration
cycles
Figure 4 and 5 represent the hydraulic resistance (black symbols),
the feed water turbidity (dark grey symbols) and the coagulant
dose (pale grey symbols) evolution over time in summer and
winter, respectively. CEB performance is indicated as well (open
circles) to better understand the membrane behaviour.
As stated previously, the coagulant dose was automatically
adjusted according to the system evolution. As can be seen in
Fig. 4 and Fig. 5, the coagulant doses required in summer tended
to be lower than in winter, which is in agreement with previous
observations.38,39 This can be due to diﬀerent reasons, such as
coagulant lowerhydrolysis degree40 and slower kinetics41 at colder
temperatures, higher TOC content in water during winter39 and
lower volume fraction of particles in feed water during winter.42
pH, which is a key parameter in coagulation,40 did not present
signiﬁcant diﬀerences between winter and summer, as shown
in Table A1. This hampered making any interpretation in terms
of coagulation mode in each scenario. However, according to
Boulestreau and Miehe,43 coagulation pH had a lower impact
on the subsequent membrane permeability than the coagulant
dose used.
In summer periods when Fe(III) dosage was above 1.0mg L−1
approximately, hydraulic resistance increased faster than at lower
doses and HC eﬃciency decreased (from 1.0–0.8 to 0.5 approxi-
mately, calculated by Equation (1)). Low resistance values could
only be recovered by CEBs (Fig. 4). In contrast, in winter time
(Fig. 5) the hydraulic resistance increased at a greater rate when
wileyonlinelibrary.com/jctb © 2016 Society of Chemical Industry J Chem Technol Biotechnol (2016)
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Figure 4. Hydraulic resistance (black symbols), feed water turbidity (dark grey symbols) and coagulant dose (pale grey symbols) evolution over time in
summer conditions. Open circles, arbitrarily marked at 1.0E+ 12m−1, correspond to the moment when a CEB was performed.
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Figure 5. Hydraulic resistance (black symbols), feed water turbidity (dark grey symbols) and coagulant dose (pale grey symbols) evolution over time in
winter conditions. Open circles, arbitrarily marked at 1.0E+ 12m−1, correspond to the moment when a CEB was performed.
doses were below 0.6–0.8mg Fe(III) L−1, presenting an opposite
behaviour. In this case, HC eﬃciency was slightly decreased but to
a much lower extent (from 0.9 to 0.8 approximately, calculated by
Equation (1)). Judd and Hillis44 suggested that there was a coagu-
lant dose threshold belowwhich detrimental eﬀects occurred: the
ﬂocs needed to grow above a certain critical ﬂoc size prior to chal-
lenging the subsequent membrane stage; otherwise, incomplete
aggregationof colloidal particles andprecipitatedhumicmaterials
tookplace. On theother hand, Boulestreau andMiehe43 noted that
an excessive coagulant dose had a negative eﬀect on membrane
ﬁlterability. Finally, Meyn and Leiknes45 stated that both overdos-
ing and underdosing coagulant in comparison with its optimal
requirements caused increased irreversible fouling. Wang et al.46
attributed these eﬀects to incomplete particle aggregation, due to
the larger repulsion forces caused by the high charge imbalances.
The small particles and low porosity for compressibility caused
a tighter cake layer, deteriorating the permeability.46 The exis-
tence of an optimal coagulant dose to aid subsequent membrane
ﬁltration could explain the discrepancies found in the literature
regarding the impact of coagulationonﬁltrationﬂux, becausepos-
itive as well as negative eﬀects have been reported.47 Wiesner
et al.48 concluded that those conditions which produced particles
with a zeta potential close to zero, which also turned into aggre-
gates size increase, minimized membrane fouling. Therefore, it
can be hypothesized that as a ﬁrst stage the coagulant neutral-
izes the particle surface charge, generating particles with sizes
that form a cake of low hydraulic resistance. Afterwards, fur-
ther increase in coagulant dose reverses the particle charges,
re-stabilizing particles and forming cakes with high hydraulic
resistance.43
J Chem Technol Biotechnol (2016) © 2016 Society of Chemical Industry wileyonlinelibrary.com/jctb
www.soci.org O Ferrer et al.
The seasonal diﬀerences in the raw river water characteristics
(e.g. foulants nature and content, physico-chemical properties,
coagulant performance), might explain the dissimilarities in
membrane performance observed in terms of coagulant need
and over/under dosing eﬀects (Fig. 4, Fig. 5). Futselaar et al.49
noted the need to continuously adapt the coagulant dose based
on the seasonal and long-term trends in water composition,
modiﬁcations in operational conditions and progressive changes
in membrane properties.
Figure 6 shows the hydraulic resistance evolution during each
ﬁltration cycle in every scenario considered. Because at the end
of each ﬁltration cycle a HC or a CEB took place, this graph
represents the hydraulic resistance evolution from just after a
cleaning operation until just before the next cleaning step. In
order to assess the variability of the membrane behaviour, all
ﬁltration cycles performed during 1 month are depicted, lead-
ing to overlapping data. The purpose of the graph is to qual-
itatively evaluate hydraulic membrane performance evolution
during a ﬁltration cycle, to compare the hydraulic membrane
behaviour between diﬀerent ﬁltration cycles and to visualize its
variability.
In general, the higher the number of ﬁltration runs (between two
consecutive CEBs), the larger the initial resistance after each HC
(i.e. greater y axis). This suggested that the HC was not totally eﬃ-
cient, so that some fouling remained after an HC was conducted,
but it could be partially removed by the subsequent CEB, lowering
again the initial resistance. Because a relationship between CEB
eﬃciency and accumulated operational time was not observed,
membrane compaction eﬀects might be minimal within these
experiments, reinforcing the hypothesis that a non-completely
eﬃcient HC caused the increased initial resistance.
It can also be observed that despite the increased initial resis-
tance in each ﬁltration cycle, in general the resistance evolu-
tion was the same for the diﬀerent ﬁltration cycles in each sce-
nario, not being dependent on the accumulated ﬁltration time
(Fig. 6).
When comparing summer/winter scenarios it can be seen that
in winter there was a greater resistance increase during the ﬁltra-
tion time (Fig. 6 right-hand side graphs vs. left-hand side ones),
especially when micro-coagulation was not in place. This was in
agreement with the lower ﬂux attainable in a sustainable way dur-
ing winter time when coagulant was not dosed.
Micro-coagulation reduced the rate of hydraulic resistance
increase during each ﬁltration cycle and also stabilized the pro-
cess (Fig. 6 top graphs vs. bottom ones). These eﬀects were
more pronounced in winter than in summer periods, which is
also in accordance with the improvement experienced when
micro-coagulation was put in place: in winter, attainable ﬂux
increased from 40 Lm−2 h−1 to 70 Lm−2 h−1 (Table 1). Micro-
coagulation had a positive eﬀect on HC eﬃciency in both seasons,
because the initial resistance in each ﬁltration run (y axis) did not
increase as much as when micro-coagulation was not in place.
In order to isolate the coagulant eﬀect on cleaning eﬃciency and
only focus on its eﬀect during ﬁltration, speciﬁc cake resistance
was calculated by means of Equation (3) (Table 2). As described
later on, cake ﬁltration was identiﬁed as the main fouling mech-
anism in all the scenarios addressed. The speciﬁc cake resistance
was calculated, which indicated the increase of foulants cake layer
resistance build up in each case. As depicted, the hydraulic resis-
tance increase rate was higher in winter than in summer, which is
in agreement with the hydraulic conditions attainable previously
described. It was particularly high in the no coagulation–winter
Table 2. Speciﬁc cake resistance statistics under the four conditions
considered (coagulation/no coagulation, summer/winter)
𝛼 (m−2) Minimum Maximum Average St. deviation
No coag - Summer 5.0E+12 1.8E+15 1.8E+13 5.0E+13
No coag - Winter 5.7E+11 2.4E+16 7.5E+13 1.1E+15
FeCl3 - Summer 3.6E
+12 1.0E+14 7.5E+12 4.8E+12
FeCl3 - Winter 5.7E
+12 4.5E+12 1.3E+13 6.0E+12
scenario. In this case, the average speciﬁc cake resistance was
around 6-fold greater than in the coagulation–winter condition
and presented a much larger deviation (180-fold approximately).
Therefore, the dosage of ferric chloride signiﬁcantly stabilized the
ﬁltration process in winter. This was in agreement with the more
demanding conditions in terms of ﬁltration ﬂux the membrane
could handle. In summer, the average speciﬁc cake resistance was
lowered 2.5-fold approximately and its associated standard devia-
tion 10 times when micro-coagulation was conducted.
Literature has reported cake ﬁltration as themain foulingmecha-
nism when in-line coagulation has been applied, eliminating pore
blockage.2 However, some work has also determined cake forma-
tion as the dominant fouling mode for untreated feed water.50
In order to determine whether a diﬀerent fouling mechanism
prevailed in winter/summer, coagulation/no-coagulation condi-
tions, the experimental data obtained was ﬁtted to the tradi-
tional blocking laws models (complete blocking, standard block-
ing, intermediate pore blocking and cake ﬁltration) for constant
ﬂow ﬁltration.51,52 Transmembrane pressure (TMP)−1 vs ﬁltered
volume (V), (TMP)-0.5 vs V, ln(TMP) vs (V) and TMP vs V, were
plotted, representing the above-mentioned blocking laws, respec-
tively, for each scenario. In all cases, cake ﬁltration seemed to
be the mechanism which better described the experimental data
according to the regression coeﬃcients (R2) obtained. However,
it is important to mention that regression coeﬃcients obtained
per blocking mechanism did not diﬀer between them to a large
extent. This could partially be due to the working pressure range,
between 0.09 and 0.53 bar for the considered periods, whichmade
most of the models ﬁt quite well (R2: 0.91–0.98). Experiments
performed under constant ﬁltration ﬂow successfully identiﬁed
the main fouling mechanism by ﬁtting the diﬀerent models to
the experimental data and that reported in the literature51 which
used a wider pressure range. They were conducted at bench scale,
and thus, hydraulic conditions could be forced. In this study, the
hydraulic operational conditions required by the full scale sys-
temwere limited (TMP< 1 bar, hydraulic resistance< 1.0E+13 m−1).
Additionally, the discrepancies between the process conditions
and the model assumptions, as well as the existence of several
mechanisms occurring simultaneously,mightmake a better ﬁtting
diﬃcult.
Assuming the set up limitations and based on the regression
coeﬃcients obtained, cake ﬁltration could be suggested as the
prevailing blocking mechanism in all scenarios. Then, blocking
laws would not explain themembrane hydraulic diﬀerences expe-
rienced in summer/winter, coagulation/non-coagulation. Conse-
quently, it might be the fouling cake characteristics which caused
the diﬀerent membrane ﬁltration behaviours experienced. This
would be in accordance with Jermann et al.53, who stated that the
ﬂux decline was determined by the morphology of the fouling
cake, whereas fouling reversibility was determined by the interac-
tion between the cake layer and the membrane surface.
wileyonlinelibrary.com/jctb © 2016 Society of Chemical Industry J Chem Technol Biotechnol (2016)
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Figure 6. Hydraulic resistance evolution over time during each ﬁltration cycle for 1 month under the following conditions: top left-hand side – summer
no coagulation; top right-hand side – winter no coagulation; bottom left-hand side – summer coagulation; bottom right-hand side – winter coagulation.
Previous work observed that cake porosity was much higher
when coagulation was in place (93% vs. 37%),34 which could
explain the performance observed. More porous cakes have been
related to lower TMP increases34 since they present diminished
resistance.26 Similarly, less compressible cakes have been claimed
to have the same eﬀect:31 Heijman et al.54 reported a 2-fold
decrease in compressibility due to coagulation.
Coagulant eﬀect on hydraulic resistance recovery by HC and CEB
HC cleaning eﬃciency in the four scenarios envisaged was cal-
culated by means of Equation (1) and its associated statistics are
shown in Table 3.
As can be seen in Table 3, in average terms, the HC was more
eﬀective in winter than in summer regardless of coagulant
dosage (signiﬁcance 0.05). Taking into account that the HC
sequence and conditions were not modiﬁed during the whole
study, it can be concluded that in winter, either less foulants
were accumulated between HCs, resulting in a more eﬃcient
HC, or foulants were more easily removed by the HCs. In this
regard, BPs, by virtue of their high MW and size, are mostly
retained by cake formation, and thus, amenable to being
washed out by HCs.55 BPs concentration in raw river water
was higher in winter, which would be in accordance with the
greater HC eﬃciency experienced. On the other hand, raw water
physico-chemical characteristics (Table A1) showed greater tur-
bidity and TSS content in summer, which would support the
hypothesis of higher foulants load accumulated in summer
periods.
Micro-coagulation resulted in a signiﬁcant increase in HC eﬃ-
ciency, both in summer and inwinter (5 and 15% respectively; 0.05
signiﬁcance), which is in accordance with Zupancˇicˇ et al.56 as well
as a decrease in its variability. In this study, probably the coagulant
dosage enabled the formation of a cake which acted like a ﬁlter
aid, preventingmoleculeswith high fouling potential reaching the
membrane. This probably led to a cake more easily removed by
physical means.
Table 3 also presents the CEB eﬃciency for the four scenarios
considered, calculated using Equation (2). Unlike the HC eﬃciency,
the average CEB eﬃciency inwinter was signiﬁcantly below that in
summer. This was expected, because in order to increase chemical
cleaning eﬃciency, heating is an option commonly adopted, and
in summer water temperature was higher than in winter (26.5 vs
8.9 ∘C on average). This could be attributed to augmented kinet-
ics of the reaction between foulants and cleaning agents, their
increased solubility and/or the greater diﬀusion and reaction rates
at higher temperatures. Also, the chemical nature of the fouling
itself according to the season might have an impact, being more
physically irreversible in summer, and thus, leading to a lower HC
eﬃciency in those conditions, but presenting greater CEB eﬃ-
ciency. When comparing coagulation/non-coagulation, it can be
seen that inwinter therewas an increase in eﬃciency (0.36 vs. 0.42)
and a slight stabilization of the variability (0.05 vs. 0.040), whereas
in summer there was a decrease in eﬃciency (0.61 vs. 0.57) and in
variability (0.07 vs. 0.10). In this case the coagulant performance
might also contribute to the diﬀerent trends observed.
CONCLUSIONS
Direct UF of raw river water proved to be a technically feasible and
competitive alternative to the conventional DWTP pre-treatment
J Chem Technol Biotechnol (2016) © 2016 Society of Chemical Industry wileyonlinelibrary.com/jctb
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Table 3. HC and CEB eﬃciency (𝜂HC and 𝜂CEB respectively) statistics under the four conditions considered (coagulation/no coagulation,
summer/winter)
Cleaning operation Scenario Minimum Maximum Average St. deviation
𝜂HC No coag – Summer 0.45 1.14 0.74 0.13
No coag - Winter 0.57 1.14 0.87 0.09
FeCl3 - Summer 0.45 1.12 0.86 0.11
FeCl3 - Winter 0.57 1.50 0.92 0.07
𝜂CEB No coag – Summer 0.48 0.73 0.61 0.07
No coag - Winter 0.26 0.48 0.36 0.05
FeCl3 - Summer 0.36 0.73 0.57 0.10
FeCl3 - Winter 0.34 0.49 0.42 0.04
process (dioxichlorination, coagulation, ﬂocculation/settling and
sand ﬁltration), enabling continuous operation regardless of
incoming water quality ﬂuctuations (e.g. turbidity 5 to >1000
NTU) and to deliver a product water of equal or superior quality
to the current one for most of the parameters monitored. Despite
the challenging position of the UF membrane (raw river water
direct ﬁltration) no integrity problems were encountered during
the 2 years evaluated.
Hydraulic membrane performance diﬀered between seasons,
achieving higher ﬁltration ﬂuxes in summer. This could be due to
the membrane properties as well as the feed physico-chemical
water characteristics, especially in terms of foulants nature and
content. DOC concentration was higher in winter periods, with
greater BPs and low molecular weight substances content, which
have been claimed to bemainmembrane foulants and cause high
speciﬁc cake resistance, respectively.
Based on the greater HC eﬃciency experienced, foulants in
winter tended to form a looser cake or lower amounts were
accumulated. However, the cake presented higher resistance,
leading to larger hydraulic resistance increase during ﬁltration.
Hence, it can be hypothesized that in summer a more porous
cake was formed, which caused a lower pressure drop, but it was
more tightly bound to the membrane, provoking lower HC eﬃ-
ciency. Alternatively, larger amounts of foulantswere accumulated
into/onto themembrane,which could alsoprovokediminishedHC
eﬃciency.
Performing a ferric chloride micro-coagulation upstream the
UF membrane in winter enabled a signiﬁcant increase in tolera-
ble conditions. As a result, the seasonal variations in attainable
ﬁltration ﬂuxes were decreased, enabling the implementation of
similar conditions in summer and inwinter.Micro-coagulation also
reduced by half the chemically based cleaning operations fre-
quency in all the conditions addressed.
In winter, the beneﬁts of micro-coagulation were mainly in
the ﬁltration stage, since speciﬁc cake resistance was lowered
around 6-fold and was signiﬁcantly stabilized (standard devia-
tion decreased by 180 times approximately) when it was applied.
Again, this could be due to the formation of a more porous
cake, leading to lower hydraulic resistance gain over each ﬁltra-
tion cycle. HC and CEB cleaning eﬃciencies were also improved,
but to a lesser extent. In summer periods, micro-coagulation
also aﬀected positively the ﬁltration stage, reducing by a factor
of 2.5 approximately the speciﬁc cake resistance and stabilizing
it, and slightly increasing the HC and decreasing the CEB eﬃ-
ciencies. Larger coagulant doses were needed to build up cakes
with the desired characteristics (high permeability and strength
according to Pikkarainen et al.38) inwinter comparedwith summer,
under-dosing beingmore detrimental in winter and overdosing in
summer.
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APPENDIX
Table A1 Physico-chemical andmicro-biological results obtained of the raw river and the direct UF permeate in the four scenarios considered, as well
as from conventionally pre-treated water (dioxichlorination, coagulation/ﬂocculation, settling and sand ﬁltration) for summer and winter periods.
MPN: most probable number; CFU: colony forming unit; LoQ: limit of quantiﬁcation
Scenario Parameter Units Sampling point Minimum Maximum Average St. deviation
No coag – Summer Turbidity NTU Feed 35.4 186.0 63.9 32.9
Permeate 0.038 0.148 0.068 0.027
TSS mg L−1 Feed < LoQ 232.0 76.8 58.0
Permeate < LoQ 1.75 1.05 0.65
Temperature ∘C Feed 20.8 30.4 26.4 1.9
pH Feed 6.99 8.80 8.09 0.40
DOC mg C L−1 Feed 3.27 6.42 4.72 1.15
Permeate 3.19 6.51 4.11 1.37
UV254 cm
−1 Feed 0.076 0.158 0.095 0.018
Permeate 0.070 0.141 0.084 0.017
SUVA L cm−1 mg−1 Feed 1.51 2.68 2.27 0.40
Permeate 2.17 2.96 2.35 0.34
SDI15 %min
−1 Feed >6 >6 >6 N.A.
Permeate 1.67 2.63 2.17 0.28
MFI0.45 L s
−2 Feed 898.0 5737.0 2686.3 2242.0
Permeate 0.22 0.41 0.30 0.06
Log10 (total coliforms) Log10 (MPN per
100mL)
Feed 3.89 5.86 4.56 0.77
Permeate absence absence absence N.A.
Log10 (faecal coliforms) Log10 (MPN per
100mL)
Feed 2.76 5.38 3.64 1.02
Permeate absence absence absence N.A.
Log10 (E. coli) Log10 (MPN per
100mL)
Feed 2.46 5.20 3.33 1.10
Permeate absence absence absence N.A.
Log10 (Clostridium
perfringens)
Log10 (CFU per
100mL)
Feed 3.11 4.20 3.47 0.48
Permeate absence absence absence N.A.
Log10 (aerobic bacteria at
22 ∘C)
Log10 (CFU per
mL)
Feed 3.85 4.95 4.27 0.51
Permeate 0.30 5.65 2.83 2.20
No coag – Winter Turbidity NTU Feed 4.6 53.0 24.3 15.4
Permeate 0.052 0.097 0.074 0.014
TSS mg L−1 Feed 4.0 51.5 24.4 16.8
Permeate < LoQ 1.00 0.31 0.47
Temperature ∘C Feed 4.8 14.0 9.2 2.1
pH Feed 6.59 8.93 8.15 0.28
DOC mg C L−1 Feed 3.36 12.13 7.53 4.40
Permeate 2.81 3.09 2.98 0.15
UV254 cm
−1 Feed 0.074 0.373 0.111 0.077
Permeate 0.068 0.097 0.076 0.007
SUVA L cm−1 mg−1 Feed 0.91 2.41 1.47 0.82
Permeate 2.22 2.79 2.48 0.28
SDI15 %min
−1 Feed >6 >6 >6 N.A.
Permeate 0.91 2.44 1.87 0.56
MFI0.45 L s
−2 Feed 87.1 589.3 415.9 284.9
Permeate 0.07 0.26 0.17 0.07
Log10 (total coliforms) Log10 (MPN per
100mL)
Feed 4.18 4.84 4.47 0.34
Permeate absence absence absence N.A.
Log10 (faecal coliforms) Log10 (MPN per
100mL)
Feed 3.94 4.30 4.13 0.18
Permeate absence absence absence N.A.
Log10 (E. coli) Log10 (MPN per
100mL)
Feed 3.23 3.52 3.35 0.15
J Chem Technol Biotechnol (2016) © 2016 Society of Chemical Industry wileyonlinelibrary.com/jctb
www.soci.org O Ferrer et al.
Table A1 Continued
Scenario Parameter Units Sampling point Minimum Maximum Average St. deviation
Permeate absence absence absence N.A.
Log10 (Clostridium
perfringens)
Log10 (CFU per
100mL)
Feed 3.00 3.11 3.06 0.06
Permeate absence absence absence N.A.
Log10 (aerobic bacteria at
22 ∘C)
Log
(CFUmL−1)
Feed 3.96 4.48 4.17 0.27
Permeate 2.18 2.99 2.70 0.45
FeCl3 – Summer Turbidity NTU Feed 56.1 3140.0 262.8 635.4
Permeate 0.034 0.126 0.048 0.021
TSS mg L−1 Feed 58.0 3309.0 401.4 887.4
Permeate < LoQ 2.00 0.65 0.78
Temperature ∘C Feed 18.7 30.5 26.5 2.3
pH Feed 7.03 8.43 7.71 0.29
DOC mg C L−1 Feed 2.87 7.01 4.13 1.78
Permeate 2.48 4.19 3.20 0.81
UV254 cm
−1 Feed 0.061 0.159 0.084 0.031
Permeate 0.051 0.128 0.068 0.022
SUVA L cm−1 mg−1 Feed 2.12 2.26 2.18 0.05
Permeate 1.84 2.27 2.01 0.17
SDI15 (% min
−1) Feed >6 >6 >6 N.A.
Permeate 1.67 3.67 2.74 0.80
MFI0.45 L s
−2 Feed 1088.0 20216.6 5109.2 8447.4
Permeate 0.12 1.14 0.49 0.35
Log10 (total coliforms) Log 10 (MPN per
100mL)
Feed 4.21 5.86 4.77 0.68
Permeate absence absence absence N.A.
Log10 (faecal coliforms) Log10 (MPN per
100mL)
Feed 3.15 5.38 3.88 0.89
Permeate absence absence absence N.A.
Log10 (E. coli) Log10 (MPN per
100mL)
Feed 2.58 5.20 3.35 1.08
Permeate absence absence absence N.A.
Log10 (Clostridium
perfringens)
Log10 (CFU per
100mL)
Feed 3.11 4.20 3.60 0.45
Permeate absence absence absence N.A.
Log10 (aerobic bacteria at
22 ∘C)
Log10 (CFUmL
−1) Feed 3.85 4.95 4.29 0.45
Permeate 0.60 1.78 1.19 0.83
FeCl3 – Winter Turbidity NTU Feed 5.3 74.1 19.2 16.5
Permeate 0.059 0.193 0.081 0.030
TSS mg L−1 Feed < LoQ 96.5 22.4 27.2
Permeate 0.25 1.00 0.50 0.35
Temperature ∘C Feed 5.5 17.9 8.6 1.6
pH Feed 6.98 8.59 7.77 0.34
DOC mg C L−1 Feed 3.10 16.13 7.08 6.10
Permeate 3.24 4.22 3.63 0.44
UV254 cm
−1 Feed 0.061 0.157 0.091 0.023
Permeate 0.061 0.087 0.077 0.007
SUVA L cm−1 mg−1 Feed 0.92 2.22 1.75 0.59
Permeate 2.01 2.41 2.22 0.18
SDI15 %min
−1 Feed >6 >6 >6 N.A.
Permeate 1.87 2.80 2.42 0.30
MFI0.45 L s
−2 Feed 263.4 3003.7 859.8 1199.2
Permeate 0.18 0.88 0.47 0.23
Log10 (total coliforms) Log10 (MPN per
100mL)
Feed 5.43 5.64 5.54 0.15
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Table A1 Continued
Scenario Parameter Units Sampling point Minimum Maximum Average St. deviation
Permeate absence absence absence N.A.
Log10 (faecal coliforms) Log10 (MPN per
100mL)
Feed 5.04 5.30 5.17 0.18
Permeate absence absence absence N.A.
Log10 (E. coli) Log10 (MPN per
100mL)
Feed 4.38 5.04 4.71 0.47
Permeate absence absence absence N.A.
Log10 (Clostridium
perfringens)
Log10 (CFU per
100mL)
Feed 4.08 4.08 4.08 N.A.
Permeate absence absence absence N.A.
Log10 (aerobic bacteria at
22 ∘C)
Log10 (CFUmL
−1) Feed 4.94 4.94 4.94 N.A.
Permeate 1.18 1.18 1.18 N.A.
Sand
ﬁlters – Winter
Turbidity NTU Permeate 0.198 0.469 0.321 0.086
TSS mg L−1 Permeate < LoQ 1.50 0.50 0.87
Temperature ∘C Permeate 5.7 16.8 9.4 4.0
pH Permeate 7.75 8.86 8.30 0.38
DOC mg C L−1 Permeate 2.85 6.24 4.55 2.39
UV254 cm
−1 Permeate 0.058 0.076 0.065 0.0056
SUVA L cm−1 mg−1 Permeate 0.98 2.38 1.68 0.99
SDI15 %min
−1 Permeate 4.52 5.42 4.98 0.34
MFI0.45 L s
−2 Permeate 3.80 23.93 8.69 8.59
Log10 (total coliforms) Log10 (MPN
100mL)
Permeate 0.48 1.43 0.75 0.46
Log10 (faecal coliforms) Log10 (MPN per
100mL)
Permeate absence 0.60 0.30 0.43
Log10 (E. coli) Log10 (MPN per
100mL)
Permeate absence 0.60 0.30 0.43
Log10 (Clostridium
perfringens)
Log10 (CFU per
100mL)
Permeate 0.60 1.08 0.90 0.21
Log10 (aerobic bacteria at
22 ∘C)
Log10 (CFUmL
−1) Permeate 2.08 2.76 2.46 0.30
Sand ﬁl-
ters – Summer
Turbidity NTU Permeate 0.129 0.435 0.254 0.111
TSS mg L−1 Permeate 1.25 2.00 1.65 0.285
Temperature ∘C Permeate 22.5 29.4 25.9 2.6
pH Permeate 7.88 8.75 8.32 0.33
DOC mg C L−1 Permeate 2.65 3.86 3.38 0.502
UV254 cm
−1 Permeate 0.053 0.080 0.067 0.009
SUVA L cm−1 mg−1 Permeate 1.97 2.28 2.13 0.13
SDI15 %min
−1 Permeate 4.97 6.21 5.56 0.45
MFI0.45 L s
−2 Permeate 4.07 41.70 10.89 11.00
Log10 (total coliforms) Log10 (MPN per
100mL)
Permeate 3.99 6.41 5.01 1.01
Log10 (faecal coliforms) Log10 (MPN per
100mL)
Permeate absence 2.20 0.72 1.02
Log10 (E. coli) Log10 (MPN per
100mL)
Permeate absence 2.08 0.77 0.87
Log10 (Clostridium
perfringens)
Log10 (CFU per
100mL)
Permeate absence 1.79 0.50 0.78
Log10 (aerobic bacteria at
22 ∘C)
Log10 (CFUmL
−1) Permeate 2.66 3.96 4.49 0.60
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